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Date of Request for Comment: January 31, 2019

Period of Comment: January 31, 2019 through February 15, 2019 

Comments From: ENMAX Power Corporation (EPC)

Date [yyyy/mm/dd]: 2019/02/11 

  
Contact: Robert Rothstein

Phone: 403-689-6507

Email: rrothstein@enmax.com 

 
Listed below is the summary description of changes for the proposed amended PRC-005-AB1-6 Please refer back to the Consultation Letter under the “Attachments” section to view materials 
related to the proposed amended PRC-005-AB1-6. Please place your comments/reasons for position underneath (if any). 
 

Alberta Reliability Standard Stakeholder Comments and/or Alternative Proposal
Amended 
The AESO is seeking comments from stakeholders with regard to the following 
matters:  
 

1. Are there any requirements contained in proposed amended PRC-005-
AB1-6 that are not clearly articulated? If yes, please indicate the specific 
section of proposed amended PRC-005-AB1-6, describe the concern 
and suggest alternative language.  

 
2. Please provide any additional comments regarding proposed amended 

PRC-005-AB1-6. 

Comment # 1: 
 
Can we get confirmation if 2.1 (a) (i) is referencing phase to phase voltage or phase to ground voltage?  
For example, would 240 kV to 138 kV autotransformer phase to phase values be excluded? 

 
 
 
 


