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February 28, 2013 

Dear Loss Factor Stakeholders, 

Re:  Updates to 2013 Loss Factors Generic Stacking Order (GSO) Due to Updated Project 
Information Received by Feb. 2013  

Supplementary to the Changes to 2013 Loss Factors Due to Updated Project Information document, the 
AESO is providing additional information regarding adjustments to the 2013 Loss Factors Generic 
Stacking Order (GSO). The 2013 GSO formed the basis for reissuing the 2013 loss factors. The updated 
2013 GSO values for the affected facilities are shown in Appendix 1. The 2013 GSO document Updates 
to 2013 Generic Stacking Order Due to Updated Project Information (posted on Nov. 2, 2012) remains 
valid for all facilities with the exception of the facilities listed in Appendix 1.  

If you have any questions, please contact lossfactor@aeso.ca. 

 

Yours truly, 

Originally signed by 

Rob Senko  
Director, Transmission Cost Monitoring  

 
 

http://www.aeso.ca/downloads/Changes_to_2013_Loss_Factors_Due_to_Updated_Project_Information.pdf
http://www.aeso.ca/downloads/Updates_to_2013_Generic_Stacking_Order_Due_to_Updated_Project_Information_Nov2_2012.pdf
http://www.aeso.ca/downloads/Updates_to_2013_Generic_Stacking_Order_Due_to_Updated_Project_Information_Nov2_2012.pdf
mailto:lossfactor@aeso.ca
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Appendix 1: Updates to 2013 Loss Factors Generic Stacking Order (GSO) Due to 
Updated Project Information Received by Feb. 2013   
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SUNCOR MILLENIUM SCR1 1 Co-gen 293.7 303.3 285.6 358.2 339.8 298.3 242.4 245.6 278.8 331.2 268.4 261.4 

ENMAX CROSSFIELD ENERGY CENTER CRS2 1 Gas 7.7 1.1 0.0 0.7 1.2 0.0 7.1 1.5 0.0 4.6 4.7 0.7 

ENMAX CROSSFIELD ENERGY CENTER CRS3 1 Gas 14.4 3.8 0.0 8.5 3.9 0.0 11.7 2.5 0.0 8.9 7.4 1.1 

ENMAX CROSSFIELD ENERGY CENTER CRS1 1 Gas 12.6 3.2 0.0 6.9 3.0 0.0 9.9 2.7 0.0 8.0 7.2 1.1 

SUNCOR MILLENIUM SCR1 2 Co-gen 10.2 10.5 9.9 12.4 11.8 10.3 8.4 8.5 9.6 11.5 9.3 9.0 

ENMAX CROSSFIELD ENERGY CENTER CRS2 2 Gas 24.3 3.4 0.0 2.4 3.7 0.0 22.6 4.8 0.0 14.4 15.0 2.3 

ENMAX CROSSFIELD ENERGY CENTER CRS1 2 Gas 19.4 5.0 0.0 10.6 4.6 0.0 15.3 4.1 0.0 12.2 11.1 1.7 

ENMAX CROSSFIELD ENERGY CENTER CRS3 2 Gas 22.2 5.9 0.0 13.1 6.0 0.0 18.0 3.8 0.0 13.7 11.4 1.8 

NRGREEN WINDFALL POWER GENERATING STATION Project739_1_GEN  Gas 0.0 
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