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Applicability  

1 Section 304.5 applies to:  

(a) the legal owner of a transmission facility; and 

(b) the operator of a transmission facility. 

Requirements 

Provision for Operation of Transmission Facility within Ratings 

2 The legal owner of a transmission facility must provide for the operation of its transmission 
facility within normal ratings under pre-contingency conditions. 

3 The legal owner of a transmission facility must provide for the operation of its transmission 
facility  within emergency ratings under post-contingency conditions. 

4  The operator of a transmission facility must, during post-contingency conditions, coordinate 
with the ISO to return its transmission facility to within normal ratings. 
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